
"ANNEX A_LHS"

Project:    REPAIR AND RENOVATION OF LHS CR
Location:   SLSU-TOMAS OPPUS, SAN ISIDRO TOMAS OPPUS, SOUTHERN LEYTE
Owner:     SOUTHERN LEYTE STATE UNIVERSITY - TOMAS OPPUS CAMPUS
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Masonry Works - Construction of new Septic tank with a dimension of 1.5Hx1.2Wx3L with 3 

chambers and 3 manhole. Refer to Plans of Septic Tank. Restoration of Floors and walls 

during after rerouting of PVC lines.

Carpentry Works - Replace of Ceiling of both male and female CR using Metal furrings and 

3.5mm Fiber Cement Board.

Plumbing Works - Replacement of 1 unit One-piece water closet including re-routing of all 

existing PVC lines to new septic tank.

Electrical Works - Replacement of 4 units LED pin lights and repair of all switches, electrical 

lines and outlets inside the CRs.

SCOPE OF WORKS

Earthworks - This scope covers the excavation, removal of existing concrete structures, 

chipping of concrete and backfilling

General Requirements - Fabrication and Installation of Project Signboard.


